
BOOK 1  1000 - 2000 Series

CABLE  NO CABLE TYPE FROM TO VIA PURPOSE ORIGINATOR DATE RUN COMMENTS
1 1000 4 Cond. #16 LA1SR11 LTHV1 104,103,100 Gun Steering 8/28/1980 SL5-26.2-1-5
2 1001 4 Cond. #16 LA1SR11 LTHV2 104,103,100 Tank 1 Steering 8/28/1980 SL5-26.2-1-5
3 1002 4 Cond. #16 LA1SR11 LTHV3 104,103,100 Tank 1 Steering 8/28/1980 SL5-26.2-1-5
4 1003 4 Cond. #16 LA1SR11 LTHV4 104,103,100 Tank 2 Steering 8/28/1980 SL5-26.2-1-5
5 1004 4 Cond. #16 LA1SR11 LTHV5 104,103,100 Tank 3 Steering 8/28/1980 SL5-26.2-1-5
6 1005 2 Cond. #12 LA1SR11 LFS1 104,103,100 Focus, Solenoid 8/28/1980 SL5-26.2-1-5
7 1006 #2 LA1SR12 LFC1 106,105,104,103,100 Focusing Coil 8/28/1980
8 1007 #2 LA1SR12 LFC2 106,105,104,103,100 Focusing Coil 8/28/1980
9 1008 #2 LA1SR12 LFC3 106,105,104,103,100 Focusing Coil 8/28/1980

10 1009 #2 LA1SR12 LFC3 106,105,104,103,100 Focusing Coil 8/28/1980
11 1010 RG 213/U Red LA1SR12 LIP1 106,103,100 Vacuum System 9/15/1980
12 1011 RG 213/U Red LA1SR12 LIP2 106,103,100 Vacuum System 9/15/1980
13 1012 RG 213/U Red LA1SR2 LIP3 106,103,100 Vacuum System 9/15/1980
14 1013 RG 213/U Red LA1SR2 LIP4 106,103,100 Vacuum System 9/15/1980
15 1014 RG 213/U Red LA1SR2 LIP5 106,103,100 Vacuum System 9/15/1980
16 1015 RG 213/U Red LA1SR2 LIP6 106,103,100 Vacuum System 9/15/1980
17 1016 RG 213/U Red LA1SR2 LIP7 106,103 Vacuum System 9/15/1980
18 1017 RG 213/U Red LA1SR2 LA5A2 106 RF System 1/9/1981
19 1018 Multi-Cond Triax,RG213 LA1SR9 LA2SR1 Gun Modulator
20 1019 RG213/U RED * LA1SR6 LBC 106,103,100 Buncher & Chopper 8/28/1980 *Replace w/ 7/8"Heliax
21 1020 RG213/U RED * LA1SR12 LBC 104.103,100 Buncher & Chopper 8/28/1980 *Replace w/ 7/8"Heliax
22 1021 RG 213/U Red LA1SR12 DIR. Coupler. LCI Wave Guide 104,103,100 Buncher & Chopper 8/28/1980
23 1022 Rg 58/U Black LA1SR6 LC1 Wave Guide line 106,103,101 RF System 8/28/1980
24 1023 Rg 58/U Black LA1SR6 LCI Wave Guide line 106,103,101 RF System 8/28/1980
25 1024 Rg 58/U Black LA1SR5 LA4A2 106 RF System 8/28/1980
26 1025 Rg 58/U Black LA1SR5 La4A2 106 RF System 8/28/1980
29 1028 Rg 58/U Black LA1SR6 LC2 Wave Guide Line 106,103,101 RF System 8/28/1980
30 1029 Rg 58/U Black LA1SR6 LC2 Wave Guide Line 106,103,101 RF System 8/28/1980
31 1030 Rg 58/U Black LA1SR5 LA5A2 106 RF System 8/28/1980
32 1031 Rg 58/U Black LA1SR5 LA5A2 106 RF System 8/28/1980
33 1032 Rg 58/U Black LA1SR6 LC3 Wave Guide Line 106,103,101 RF System 8/28/1980
34 1033 Rg 58/U Black LA1SR6 LC3 Wave Guide Line 106,103,101 RF System 8/28/1980
37 1036 15 Cond #22 LA1SR5 Water Pump 1 FOR TEMPORARY USE 8/28/1980
38 1037 15 Cond #22 LA1SR5 Water Pump 1 FOR TEMPORARY USE 8/28/1980
39 1038 15 Cond #22 LA1SR5 Water Pump 1 FOR TEMPORARY USE 8/28/1980
40 1039 15 Cond #22 LA1SR5 LDB4 106,103,100 Tank 2 Heat, Sys 8/28/1980
41 1040 8 Cond. #22 LA1SR5 LCI (Upstream) 106,103,100 Temperature Sensors 8/28/1980
42 1041 8 Cond. #22 LA1SR5 LCI(Downstream) 106,103,101 Temperature Sensors 8/28/1980
43 1042 8 Cond. #22 LA1SR5 LDB2 106,103,101 Temperature Sensors 8/28/1980
44 1043 8 Cond. #22 LA1SR5 LDB2 106,103,101 Temperature Sensors 8/28/1980
45 1044 RG108/U Black CA1SR6 LBT1 956,955,904,102 Diagnostics-Beam Transf. 12/9/1980
46 1045 RG108/U Black CA1SR6 LBT2 956,955,904,102 Diagnostics-Beam Transf. 12/9/1980
47 1046 RG108/U Black CA1SR6 LBT3 956,955,904,102 Diagnostics-Beam Transf. 12/9/1980
48 1047 RG 213/U Red LA1SR2 LIP9 106 Vacuum System 12/9/1980
49 1048 RG 213/U Red LA1SR7 LA4A2 106 RF System 12/9/1980
50 1049 RG 213/U Red LA1Sr7 LA4A2 106 RF System 12/9/1980
51 1050 RG 213/U Red LA1SR7 LA5A2 106 RF System 12/9/1980
54 1053 RG 213/U Black Dir. Coupler-LC1 Wave Guide LA1SR5 101,103,106 RF System 12/9/1980
55 1054 RG 213/U Black LA1SR5 LA5A2 106 RF System 8/28/1980
56 1055 7/8"Heliax LA1SR6 LA4A2 106 RF System 8/28/1980
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57 1056 Rg 58/U Black LA1SR6 LA5A1 106 RF System 8/28/1980
58 1057 Rg 58/U Black LA1SR6 LA4A1 106 RF System 8/28/1980
59 1058 Rg 58/U Black CA1SR6 LCB1 956,955,904,102, Diagnostics Beam Transf. Signal 12/9/1980
60 1059 Rg 58/U Black CA1SR6 LCB1/Spare 956,955,904,102 Diagnostics Beam Transf. Signal 12/9/1980

CABLE  NO CABLE TYPE FROM TO VIA PURPOSE ORIGINATOR DATE RUN COMMENTS
61 1060 Rg 58/U Black LCB1 LCB2 102 Diagnostics Beam Transf. Signal 12/9/1980
62 1061 Rg 58/U Black CA1SR6 LCB1/Spare 956,955,904,102 Diagnostics Beam Transf. Signal 12/9/1980
63 1062 Rg 58/U Black CA1SR6 LCB1/Spare 956,955,904,102 Diagnostics Beam Transf. Signal 12/9/1980
64 1063 Rg 58/U Black CA1SR6 LCB2/Spare 956,955,904,102 Diagnostics Beam Transf. Signal 12/9/1980
65 1064 Rg 58/U Black CA1SR6 LCB2/Spare 956,955,904,102 Diagnostics Beam Transf. Signal 12/9/1980
66 1065 Rg 58/U Black LCB2 LCB3 102 Diagnostics Beam Transf. Signal 12/9/1980
67 1066 Rg 58/U Black CA1SR6 LCB2/Spare 956,955,904,102 Diagnostics Beam Transf. Signal 12/9/1980
68 1067 Rg 58/U Black CA1SR6 LCB2/Spare 956,955,904,102 Diagnostics Beam Transf. Signal 12/9/1980
69 1068 Rg 58/U Black CA1SR6 LCB3/Spare 956,955,904,102 Diagnostics Beam Transf. Signal 12/9/1980
70 1069 Rg 58/U Black CA1SR6 LCB3/Spare 956,955,904,102 Diagnostics Beam Transf. Signal 12/9/1980
71 1070 Rg 58/U Black LCB3 LBCB1 102,202 Diagnostics Beam Transf. Signal 12/9/1980
72 1071 Rg 58/U Black CA1SR6 LCB3/Spare 956,955,904,102 Diagnostics Beam Transf. Signal 12/9/1980
73 1072 Rg 58/U Black CA1SR6 LCB3/Spare 956,955,904,102 Diagnostics Beam Transf. Signal 12/9/1980
74 1073 4 Cond. #16 LA1SR5 LA4A1 106 RF System 8/28/1980
75 1074 4 Cond. #16 LA1SR5 LA5A1 106 RF System 8/28/1980
76 1075 8 Cond. #22 LA1SR6 LA4A1 106 RF System 8/28/1980
77 1076 8 Cond. #22 LA1SR6 LA5A1 106 RF System 8/28/1980
78 1077 12 PR. Datalene CA1SR3 LA1SR10 956,955,904,101,103 Vacuum System 12/9/1980
80 1078 12 PR. Datalene CA1SR3 LA1SR12 956,955,904,101,103 LLRF 12/9/1980
82 1079 12 PR. Datalene CA1SR3 LA1SR12 956,955,904,101,103 LLRF 12/9/1980
84 1080 12 PR. Datalene CA1SR3 LA1SR11 956,95,905,101,103 ? 12/9/1980
86 1081 #2 LFC1 LFC2 Jumper 12/9/1980
87 1082 8 Cond. #22 La4A1 LA5A1 RF System 12/9/1980
88 1083 2 Cond. #22 La1SR2 LA1SR10 106,103,104 Vacuum System 12/9/1980
89 1084 Rg 59 Red CA1SR6 LHA1 956,955,904,102 Diagnostics Long Radistion Mon. 9/10/1981
90 1085 Rg 59 Red CA1Sr6 LHA2 956,955,904,102 Diagnostics Long Radistion Mon. 9/10/1981
91 1086 Rg 59 Red CA1SR6 LHA3 956,955,904,102 Diagnostics Long Radistion Mon. 9/10/1981
92 1087 7/8"Heliax LA1SR5 LA5A2 106 RF System 9/10/1981
97 1092 3 Cond. #14 PPB6/CKT.13 LVV1 105,104,103,100 Vacuum Valve 12/10/1980 Removed
98 1093 3 Cond. #14 LVV1 LVV2 100 Vacuum Valve 12/10/1980
99 1094 3 Cond. #14 LVV2 LBVV1 100,200 Vacuum Valve 12/10/1980
100 1095 4 Cond. #22 LA1SR7 LVV1 103,100 Vacuum Valve 12/10/1980
101 1096 4 Cond. #22 LA1SR7 LVV2 103,100 Vacuum Valve 12/10/1980
102 1097 8 Cond. #22 LA1SR5 LDB2 106,103,101 Temperature Sensors 12/10/1980
103 1098 3 Cond. #12 PPB6/CKT.23,25 LDB2 105,104,103,100 Tank 3 Heat. Sys 9/17/1980
104 1099 Rg 58/U Black LA1SR2 LA1SR10 106,103,104 10/17/1980
105 1100 Rg 213 Black La1SR4 LA5A2 106 RF System Klystrons 12/10/1981
106 1101 Rg 213 Black LA1SR4 LA4A2 106 RF System Klystrons 12/10/1981
107 1102 Rg 58/U Black LA1SR12 LA2SR1 (GUN) 104,103,100 GUN-CHOPPER 12/10/1981
108 1103 Rg 58/U Black LA1SR12 LA2SR1 (GUN) 104,103,100 GUN-CHOPPER 12/10/1981
109 1104 Rg 58/U Black LA1SR12 LA2SR1 (GUN) 104,103,100 GUN-CHOPPER 12/10/1981
110 1105 Rg 58/U Black LA1SR12 LA2SR1 (GUN) 104,103,100 GUN-CHOPPER 12/10/1981
111 1106 Rg 58/U Black LA1SR12 LA2SR1 (GUN) 104,103,100 GUN-CHOPPER 12/10/1981
112 1107 Rg 58/U Black LA1SR12 LA2SR1 (GUN) 104,103,100 GUN-CHOPPER 12/10/1981
113 1108 Rg 59/U Red LA1SR12 LA2SR1 (GUN) 104,103,100 GUN-CHOPPER 12/10/1981 Removed
115 1110 3 Cond. #10 PPB6/CKT.19 LDB4 105,104,100 Tank 2 Heater -1 11/19/1980
116 1111 3 Cond #10 PPB6/CKT.21 LDB4 105,104,100 Tank 2 Heater-2 11/19/1980
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117 1112 12 PR. Datalene LA1SR2 CA1SR3 106,103,101,904,955 Vacuum System 12/10/1980
119 1113 12 PR. Datalene La1SR3 CA1SR3 106,103,101,904,955 Vacuum System 12/10/1980
121 1114 12 PR. Datalene LA1SR4 CA1SR3 106,103,101,904,955 Vacuum System 12/10/1980
123 1115 12 PR. Datalene LA1SR6 CA1SR3 106,103,101,904,955 Vacuum System 12/10/1980
125 1116 3. Cond #10 DPL-CKT.5 LA4A1 105,106 (1"Cond) Modulator PWR. 12/29/1980
126 1117 3. Cond #10 DPL-CKT.6 LA5A1 105,106(1"Cond) Modulator PWR. 12/29/1980
127 1118 Rg 59/U Red LA1SR1 LVG1 106,103,100 Vacuum Gauge Vacuum System

CABLE  NO CABLE TYPE FROM TO VIA PURPOSE ORIGINATOR DATE RUN COMMENTS
128 1119 4 Cond #20 Shld LA1SR1 LTG1 106,103,101 Thermo Couple Gauge Vacuum sys
129 1120 Rg 59/U Red LA1SR1 LVG2 106,103,100 Vacuum Gauge Vacuum System
130 1121 4 Cond #20 Shld LA1SR1 LTG2 106,103,101 Thermo Couple Gauge Vacuum sys
131 1122 Rg 59/U Red LA1SR1 LVG5 106,103,100 Vacuum Gauge Vacuum System
132 1123 4 Cond. #20 Shld LA1SR1 LTG5 106,103,101 Thermo Couple Gauge Vacuum sys
133 1124 3 PR. Datalene LA1SR5 LA4A1 106 Modulator Controls
134 1125 3 PR. Datalene LA1SR5 LA5A1 106 Modulator Controls
1 2000 4 Cond. #16 LA1SR11 LB81THV1 104,103,100,200 TRIM Magnet 8/28/1980 SLS-26.2-1-5
2 2001 4 Cond. #16 LA1SR11 LB420THV2 104,103,100,200 TRIM Magnet 8/28/1980 SLS-26.2-1-5
3 2002 4 Cond. #16 LA1SR11 LB610THV3 104,103,100,200 TRIM Magnet 8/28/1980 SLS-26.2-1-5
4 2003 4 Cond. #16 LA1SR11 LB1163THV4 104,103,100,200 TRIM Magnet 8/28/1980 SLS-26.2-1-5
5 2004 4 Cond. #16 LA1SR11 LB1460THV5 104,103,100,200 TRIM Magnet 8/28/1980 SLS-26.2-1-5
6 2005 4 Cond. #16 LA1SR11 LB1710THV6 104,103,100,200 TRIM Magnet 8/28/1980 SLS-26.2-1-5
7 2006 3 Cond. #10 TA1SR7 LB438Q1 404,405,200 Quad. Magnet 9/10/1980 SLS-26,1-1-4
8 2007 3 Cond. #10 TA1SR7 LB494Q2 404,405,200 Quad. Magnet 9/10/1980 SLS-26,1-1-4
9 2008 3 Cond. #10 TA1SR7 LB550Q3 404,405,200 Quad. Magnet 9/10/1980 SLS-26,1-1-4

10 2009 3 Cond. #10 TA1SR7 LB1293Q4 404,405,200 Quad. Magnet 9/10/1980 SLS-26,1-1-4
11 2010 3 Cond. #10 TA1SR7 LB1475Q5 404,405,200 Quad. Magnet 9/10/1980 SLS-26,1-1-4
12 2011 3 Cond. #10 TA1SR7 LB1520Q6 404,405,200 Quad. Magnet 9/10/1980 SLS-26,1-1-4
13 2012 3 Cond. #10 TA1SR7 LB1557Q7 404,405,200 Quad. Magnet 9/10/1980 SLS-26,1-1-4
14 2013 3 Cond. #10 TA1SR7 LB1594Q8 404,405,200 Quad. Magnet 9/10/1980 SLS-26,1-1-4
15 2014 3 Cond. #10 TA1SR7 LB1631Q9 404,405,200 Quad. Magnet 9/4/1980 SLS-26,1-1-4
16 2015 Rg 213/U Red LA1SR4 LB361IP1 106,103,100,200 Vacuum System 9/4/1980
17 2016 Rg 213/U Red LA1SR4 LB627IP2 106,103,100,200 Vacuum System 9/4/1980
18 2017 Rg 213/U Red LA1SR4 LB1323IP3 106,103,100,200 Vacuum System 9/4/1980
19 2018 Rg 213/U Red LA1SR4 LB1655IP4 106,103,100,200 Vacuum System 8/28/1980
20 2019 500 MCM TA1SR8 LB1201BH(-) 404,405,200 Dipole PWR. 8/28/1980
21 2020 500 MCM LB1201BH1(+) LBTRANS F. SW 203 Dipole PWR. 8/28/1980
22 2021 500 MCM LB1385BH2(+) TA1SR8 404,405,200 Dipole PWR. 8/28/1980
23 2022 Rg 108/U Black CA1SR6 LB66BT1 956,904,202,102 Diagnostics Beam Transf. 12/10/1980
24 2023 Rg 108/U Black CA1SR6 LB1342BT4 956,904,202,102 Diagnostics Beam Transf. 12/10/1980
25 2024 Rg 108/U Black CA1SR6 LB1100BT2,LB1268BT3 956,904,202,102 Diagnostics Beam Transf. 12/10/1980
26 2025 Rg 108/U Black CA1SR6 LB1100BT2 956,904,202,102 Diagnostics Beam Transf. 12/10/1980
27 2026 Rg 108/U Black Ca1SR6 LB        BT5 956,904,202,102 Diagnostics Beam Transform. 12/10/1980
28 2027 Rg 58/U Black CA1SR6 LB394PUE1 956,904,202,102 Diagnostics Pick-up Electrode 12/10/1980
29 2028 Rg 58/U Black CA1SR6 LB394PUE1 956,904,202,102 Diagnostics Pick-up Electrode 12/10/1980
30 2029 Rg 58/U Black CA1SR6 LB394PUE1 956,904,202,102 Diagnostics Pick-up Electrode 12/10/1980
31 2030 Rg 58/U Black CA1SR6 LB394PUE1 956,904,202,102 Diagnostics Pick-up Electrode 12/10/1980
32 2031 Rg 58/U Black CA1SR6 LB585PUE2 956,904,202,102 Diagnostics Pick-up Electrode 12/10/1980
33 2032 Rg 58/U Black CA1SR6 LB585PUE2 956,904,202,102 Diagnostics Pick-up Electrode 12/10/1980
34 2033 Rg 58/U Black CA1SR6 LB585PUE2 956,904,202,102 Diagnostics Pick-up Electrode 12/10/1980
35 2034 Rg 58/U Black CA1SR6 LB585PUE2 956,904,202,102 Diagnostics Pick-up Electrode 12/10/1980
36 2035 Rg 58/U Black CA1SR6 LB1136PUE3 956,904,202,102 Diagnostics Pick-up Electrode 12/10/1980
37 2036 Rg 58/U Black CA1SR6 LB1136PUE3 956,904,102,202 Diagnostics Pick-up Electrode 12/10/1980
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38 2037 Rg 58/U Black CA1SR6 LB1136PUE3 956,904,102,202 Diagnostics Pick-up Electrode 12/10/1980
39 2038 Rg 58/U Black CA1SR6 LB1136PUE3 956,904,102,202 Diagnostics Pick-up Electrode 12/10/1980
40 2039 Rg 58/U Black CA1SR6 LB1441PUE4 956,904,102,202 Diagnostics Pick-up Electrode 12/10/1980
41 2040 Rg 58/U Black CA1SR6 LB1441PUE4 956,904,102,202 Diagnostics Pick-up Electrode 12/10/1980
42 2041 Rg 58/U Black CA1SR6 LB1441PUE4 956,904,102,202 Diagnostics Pick-up Electrode 12/10/1980
43 2042 Rg 58/U Black CA1SR6 LB1441PUE4 956,904,102,202 Diagnostics Pick-up Electrode 12/10/1980
44 2043 Rg 58/U Black CA1SR6 LB1687PUE5 956,904,102,202 Diagnostics Pick-up Electrode 12/10/1980
45 2044 Rg 58/U Black CA1SR6 LB1687PUE5 956,904,102,202 Diagnostics Pick-up Electrode 12/10/1980
46 2045 Rg 58/U Black CA1SR6 LB1687PUE5 956,955,904,102,202 Diagnostics Pick-up Electrode 12/10/1980
47 2046 Rg 58/U Black CA1SR6 LB1687PUE5 956,904,102,202 Diagnostics Pick-up Electrode 12/10/1980

CABLE  NO CABLE TYPE FROM TO VIA PURPOSE ORIGINATOR DATE RUN COMMENTS
48 2047 3 PR. Datalene CA1SR6 LB466sem1 956,955,904,102,202 Diagnostics Sec. Emission Monit. 12/10/1980
49 2048 8 Cond. #22 CA1SR6 LB466sem1 956,955,904,102,202 Diagnostics Sec. Emission Monit. 12/10/1980
50 2049 8 Cond. #22 CA1SR6 LB466sem1 956,955,904,102,202 Diagnostics Sec. Emission Monit. 12/10/1980
51 2050 Rg 58/U Black CA1SR6 LB466sem1 956,904,102,202 Diagnostics Sec. Emission Monit. 12/10/1980
52 2051 3 PR. Datalene CA1SR6 LB521sem2 956,904,102,202 Diagnostics Sec. Emission Monit. 12/10/1980
53 2052 8 Cond. #22 CA1SR6 LB521sem2 956,904,102,202 Diagnostics Sec. Emission Monit. 12/10/1980
54 2053 8 Cond. #22 CA1SR6 LB521sem2 956,904,102,202 Diagnostics Sec. Emission Monit. 12/10/1980
55 2054 Rg 58/U Black CA1SR6 LB521sem2 956,904,102,202 Diagnostics Sec. Emission Monit. 12/10/1980
56 2055 3 PR. Datalene CA1SR6 LB827sem3 956,904,102,202 Diagnostics Sec. Emission Monit. 12/10/1980
57 2056 8 Cond. #22 CA1SR6 LB827sem3 956,904,102,202 Diagnostics Sec. Emission Monit. 12/10/1980
58 2057 8 Cond. #22 CA1SR6 LB827sem3 956,904,102,202 Diagnostics Sec. Emission Monit. 12/10/1980
59 2058 Rg 58/U Black CA1SR6 LB827sem3 956,904,102,202 Diagnostics Sec. Emission Monit. 12/10/1980
60 2059 3 PR. Datalene CA1SR6 LB1071sem4 956,904,102,202 Diagnostics Sec. Emission Monit. 12/10/1980
61 2060 8 Cond. #22 CA1SR6 LB1071sem4 956,904,102,202 Diagnostics Sec. Emission Monit. 12/10/1980
62 2061 8 Cond. #22 CA1SR6 LB1071sem4 956,904,102,202 Diagnostics Sec. Emission Monit. 12/10/1980
63 2062 Rg 58/U Black CA1SR6 LB1071sem4 956,904,102,202 Diagnostics Sec. Emission Monit. 12/10/1980
68 2067 CATV CA1SR6 LB        FLG/SP. 956,904,102,202 Diagnostics Flag/Camera 12/11/1980
69 2068 8 Cond. #22 CA1SR6 LB        FLG/SP. 956,904,102,202 Diagnostics Flag/Camera 12/11/1980
70 2069 CATV CA1SR6 LB       FLG/1 956,904,102,202 Diagnostics Flag/Camera 12/11/1980
71 2070 8 Cond. #22 CA1SR6 LB       FLG/1 956,955,904,102,202 Diagnostics Flag/Camera 12/11/1980
72 2071 CATV CA1SR6 LB       FLG/2 956,904,102,202 Diagnostics Flag/Camera 12/11/1980
73 2072 8 Cond. #22 CA1SR6 LB       FLG/2 956,904,102,202 Diagnostics Flag/Camera 12/10/1980
74 2073 Rg 58/U Black CA1SR6 SLIT COLLIMATOR 956,904,102,202 Diagnositcs Slit Control 12/10/1980
75 2074 Rg 58/U Black CA1SR6 SLIT COLLIMATOR 956,904,102,202 Diagnositcs Slit Control 12/10/1980
76 2075 Twin AX 108 CA1SR6 SLIT COLLIMATOR Diagnositcs Slit Control 12/10/1980
77 2076 8 Cond. #22 CA1SR6 SLIT COLLIMATOR Diagnositcs Slit Control 12/10/1980
78 2077 Rg 58/U Black CA1SR6 LBCB1/SP. 956,904,102,202 Diagnostics Beam Transf. Signals 12/10/1980
79 2078 Rg 58/U Black CA1SR6 LBCB1/SP. Diagnostics Beam Transf. Signals 12/10/1980
80 2079 Rg 58/U Black LBCB1 LBCB2 202 Diagnostics Beam Transf. Signals 12/10/1980
81 2080 Rg 58/U Black CA1SR6 LBCB1/Spare 956,904,102,202 Diagnostics Beam Transf. Signals 12/10/1980
82 2081 Rg 58/U Black CA1SR6 LBCB1/Spare 956,904,102,202 Diagnostics Beam Transf. Signals 12/10/1980
83 2082 Rg 58/U Black CA1SR6 LBCB2 956,904,102,202 Diagnostics Beam Transf. Signals 12/10/1980
84 2083 Rg 58/U Black CA1SR6 LBCB2/Sp. 956,904,102,202 Diagnostics Beam Transf. Signals 12/10/1980
85 2084 Rg 58/U Black LBCB2 LBCB3 202 Diagnostics Beam Transf. Signals 12/10/1980
86 2085 Rg 58/U Black CA1SR6 LBCB2/Sp. 956,904,102,202 Diagnostics Beam Transf. Signals 12/10/1980
87 2086 Rg 58/U Black CA1SR6 LBCB2/Sp. 956,904,102,202 Diagnostics Beam Transf. Signals 12/10/1980
88 2087 Rg 58/U Black CA1SR6 LBCB3/Sp. 956,904,102,202 Diagnostics Beam Transf. Signals 12/10/1980
89 2088 Rg 58/U Black CA1SR6 LBCB3/Sp. 956,904,102,202 Diagnostics Beam Transf. Signals 12/10/1980
90 2089 Rg 58/U Black LBCB3 LBCB4 202 Diagnostics Beam Transf. Signals 12/10/1980
91 2090 Rg 58/U Black CA1SR6 LBCB3/Sp. 956,904,102,202 Diagnostics Beam Transf. Signals 12/10/1980
92 2091 Rg 58/U Black CA1SR6 LBCB3/Sp. 956,904,102,202 Diagnostics Beam Transf. Signals 12/10/1980
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93 2092 Rg 58/U Black CA1SR6 LBCB4/Sp. 956,904,102,202 Diagnostics Beam Transf. Signals 12/10/1980
94 2093 Rg 58/U Black CA1SR6 LBCB4/Sp. 956,904,102,202 Diagnostics Beam Transf. Signals 12/10/1980
95 2094 Rg 58/U Black LBCB5 202 202 Diagnostics Beam Transf. Signals 12/10/1980
96 2095 Rg 58/U Black CA1SR6 LBCB4/Sp. 956,904,102,202 Diagnostics Beam Transf. Signals 12/10/1980
97 2096 Rg 58/U Black CA1SR6 LBCB4/Sp. 956,904,102,202 Diagnostics Beam Transf. Signals 12/10/1980
98 2097 Rg 58/U Black CA1SR6 LBCB5 Diagnostics Beam Transf. Signals 12/10/1980
99 2098 Rg 58/U Black CA1SR6 LBCB5 Diagnostics Beam Transf. Signals 12/10/1980
102 2101 CATV CA1SR6 LB1754FLG3 956,904,102,202 Diagnostics Flag/Camera 12/10/1980
103 2102 8 Cond. #22 CA1SR6 LB1754FLG3 956,904,102,202 Diagnostics Flag/Camera 12/10/1980
104 2103 2 Cond. #22 TA1SR8 Spare Spared at TB2. 9&10 9/10/1980
105 2104 2 Cond. #22 TA1SR8 LB1385BH 404,405,201 Dipole Clix-on 9/10/1980
106 2105 500 MCM Lb1201BH1(-) LBTRANS F. SW 203 Dipole Power 8/28/1980
107 2106 500 MCM LB1385BH2(+) LBTRANS F. SW 203 Dipole Power 8/28/1980

CABLE  NO CABLE TYPE FROM TO VIA PURPOSE ORIGINATOR DATE RUN COMMENTS
108 2107 500 MCM LB1385BH2(-) LBTRANS F. SW 203 Dipole Power 8/28/1980
109 2108 Rg 59/U Red CA1SR6 LBHA1 956,955,904,102,202, Diagnostics Long Radiation Mon. 12/10/1980
110 2109 Rg 59/U Red CA1SR6 LBHA2 956,904,102,202 Diagnostics Long Radiation Mon. 12/10/1980
111 2110 3 Cond #14 LBVV1 LBVV2 200 Vacuum Valves 12/10/1980
112 2111 4 Cond. #22 LAISR7 LBVV1 103,100,200 Vacuum Valves 12/10/1980
113 2112 4 Cond. #22 LAISR7 LBVV2 103,100,200 Vacuum Valves 12/10/1980
114 2113 12 Cond. #20 TA1SR8 LB Transf. SW. 404,405,200 Dipole Power 1/15/1981
115 2114 4 Cond. #16 LA1SR11 LB 104,103,100,200,306 Magnet Power
116 2115 4 Cond. #16 LA1SR11 LB 104,103,100,200,306 Magnet Power
117 2116 4 Cond. #16 LA1SR11 LB 104,103,100,200,306 Magnet Power
118 2117 Rg 59/U Red LA1SR1 LBVG4 106,103,100,200 Vacuum Gauge Vacuum System
119 2118 4 Cond. #20 Shld LA1SR1 LBTG4 106,103,100,200 Thermo couple gauge Vacuum Sys
120 2119 2 Cond. #10 LA1SR6 LBTH1 104,103,100,200 Trim Pwr  (Rasmussen) Complete 5-16-91 Replaces Cable #2000
121 2120 2 Cond. #10 LA1SR6 LBTH1 Trim Pwr  (Rasmussen) Complete 5-16-91 Replaces Cable #2000
122 2121 2 Cond. #10 LA1SR6 LBTH2 Trim Pwr  (Rasmussen) Complete 5-16-91 Replaces Cable #2001
123 2122 2 Cond. #10 LA1SR6 LBTH2 Trim Pwr  (Rasmussen) Complete 5-16-91 Replaces Cable #2001
124 2123 2 Cond. #10 LA1SR6 LBTH3 Trim Pwr  (Rasmussen) Complete 5-16-91 Replaces Cable #2002
125 2124 2 Cond. #10 LA1SR6 LBTH3 Trim Pwr  (Rasmussen) Complete 5-16-91 Replaces Cable #2002
126 2125 2 Cond. #10 LA1SR6 LBTH4 104,103,100,200 Trim Pwr  (Rasmussen) Complete 5-16-91 Replaces Cable #2003
127 2126 2 Cond. #10 LA1SR6 LBTV4 104,103,100,200 Complete 5-16-91 Replaces Cable #2003
128 2127 2 Cond. #10 LA1SR6 LBTH5 104,103,100,200 Complete 5-16-91 Replaces Cable #2004
129 2128 2 Cond. #10 LA1SR6 LBTV5 104,103,100,200 Complete 5-16-91 Replaces Cable #2004
130 2129 2 Cond. #10 LA1SR6 LBTH6 104,103,100,200 Complete 5-16-91 Replaces Cable #2005
131 2130 2 Cond. #10 LA1SR6 LBTV6 104,103,100,200 Complete 5-16-91 Replaces Cable #2005
132 2131 6/C #20 AA1 Behind Console (Ctr) Near LBIP3 Complete
133 2132 2 Cond. #10 LA1SR6 LBQ1 104,103,100,200 Quad Power (Singh) 10/3/1991 Replaces Cable #2006
134 2133 2 Cond. #10 LA1SR6 LBQ2 104,103,100,200 Quad Power (Singh) 10/3/1991 Replaces Cable #2007
135 2134 2 Cond. #10 LA1SR6 LBQ3 104,103,100,200 Quad Power (Singh) 10/3/1991 Replaces Cable #2008
136 2135 2 Cond. #10 LA1SR6 LBQ4 104,103,100,200 Quad Power (Singh) 10/3/1991 Replaces Cable #2009
137 2136 2 Cond. #10 LA1SR6 LBQ5 104,103,100,200 Quad Power (Singh) 10/3/1991 Replaces Cable #2010
138 2137 2 Cond. #10 LA1SR6 LBQ6 104,103,100,200 Quad Power (Singh) 10/3/1991 Replaces Cable #2011
139 2138 2 Cond. #10 LA1SR6 LBQ7 104,103,100,200 Quad Power (Singh) 10/3/1991 Replaces Cable #2012
140 2139 2 Cond. #10 LA1SR6 LBQ8 104,103,100,200 Quad Power (Singh) 10/3/1991 Replaces Cable #2013
141 2140 2 Cond. #10 LA1SR6 LBQ9 104,103,100,200 Quad Power (Singh) 10/3/1991 Replaces Cable #2014
142 2141 2- 1/0 A & B LA1SR8 LBQ4 Quad Power (Garrison) 10/27/1993
143 2142 2- 1/0 A & B LA1SR8 LBQ6 Quad Power (Garrison) 10/27/1993
144 2143 2- 1/0 A & B LA1SR9 LBQ8 Quad Power (Garrison) 10/27/1993
145 2144 2- 1/0 A & B LA1SR9 LBQ9 Quad Power (Garrison) 10/27/1993
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146 2145 4/c #22 LA1SR8 LBQ4 KLIXON (Garrison) 12/13/1993
147 2146 4/c #22 LA1SR8 LBQ6 KLIXON (Garrison) 12/13/1993
148 2147 4/c #22 LA1SR9 LNQ8 KLIXON (Garrison) 12/13/1993
149 2148 4/c #22 LA1SR9 LBQ9 KLIXON (Garrison) 12/13/1993
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